
Categorical Exclusion (CX) Determination 

Proposed Action: Havre Substation, Stage 03. 

Description of Proposed Action: The Western Area Power Administration (Western) is 
proposing to expand the Havre Substation approximately 150 ft to the north to accommodate a 
new delivery service from the newly built Herron Substation by Hill County. The expansion also 
converts the existing 115-kV single bus into a ring bus which will improve reliability. Western is 
also expanding the yard to the east to accommodate the replacement of the existing control 
building and control boards. 

Number and Title of Categorical Exclusions Being Applied: 10 CFR 1021.410 Subpart D, 
Appendix B, B4.11: Construction of electric power substations .. . or modification of existing 
substations and support facilities . 

Regulatory Requirements for CX Determination: The DOE Guidelines for Compliance with 
the Regulatory Requirements for the National Environmental Policy Act at 10 CFR 1021.41O(b), 
require the following determinations be made in order for a proposed action to be categorically 
excluded from National Environmentally Policy Act (NEP A) review: 

1) The proposed action fits within a class of actions listed in Appendix B to Subpart D. 
2) There are no extraordinary circumstances related to the proposal that may affect the 

significance of the environmental effects of the proposal; and 
3) The proposal is not "connected" to other actions with potentially significant impacts, is 

not related to other proposed actions with cumulatively significant impacts, and is not 
precluded by 40 CFR 1506.1 or 10 CFR 1021.211. 

Results of Review: In accordance with DOE environmental regulations (10 CFR 1021) Western 
has reviewed the proposed action in terms of the level NEP A review needed. Based on this 
review, Western has determined the proposal is encompassed within a class of action listed in 
Appendix B to Subpart D (10 CFR 1021.410) which lists actions not normally requiring the 
preparation of either an Environmental Impact Statement (EIS) or an Environmental Assessment 
(EA), provided the actions meet the integral elements defmed in Appendix B. The proposed 
action fits into the categorical exclusion listed under B4.11 "Construction of electric power 
substations .. . or modification of existing substations and support facilities ... ". 

Determination: Based on my review of information provided to me concerning the proposed 
action as NEP A Compliance Officer, I have determined that the proposed action fits within the 
specified class of action, the other regulatory requirements set forth above are met, and the 
proposed action is categorically excluded from further requirements of NEP A review. 

NEP A Compliance Officer, UGP 


